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SUBJECT:  Construction Safety 
 
RESPONSIBLE OFFICE:  F/Facilities Engineering and Asset Management 
 
1. Policy 
 
a. It is Center policy to execute construction-related work through safe and effective operations 
that curtail risk to personnel and real and collateral equipment.  No construction-related work 
performed on or in a Center facility, regardless of its complexity, will be implemented in a way 
that would compromise the safety of any person. 
 
b. In order to obtain that goal, all proposed construction-related work assignments, work orders, 
contracts, subcontracts, task orders, change orders, or credit card orders initiated to perform 
alterations on a facility configuration will be submitted to Code F for consultation and approval 
prior to initiating the order. 
 
c. Furthermore, task orders (TOs), invitations for bids (IFBs), requests for proposal (RFPs), or 
contract modification requests for construction-related work to be performed by personnel other 
than Code F will be signed by the Chief of Facilities Engineering and Asset Management Office 
or designee, as well as the Chief of the Safety Health and Environmental Office or designee.  
Work performed by Code F will be reviewed by the Safety, Health, and Environmental Office, 
(Code SH) appropriate subject matter experts at the 30% and 90% design milestones. 
 
2. Applicability 
 
a. This policy is applicable to all employees, including contractors to the extent required by 
contract, who request these activities as well as those who implement them. 
 
3. Authority 
 
a. 29 CFR Part 1910, Occupational Safety and Health Standards 
 
b. 29 CFR 1926, Safety and Health Regulations for Construction 
 
c. NPD 8820.2, Design and Construction of Facilities 
 
d. NPR 8820.2, Facility Project Requirements 
 
e. NPR 8831.2, Facilities Maintenance and Operations Management 
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Attachment A:  Reference Documents 
 

B.1  DPD-8700.1-001, Organizational & Individual Safety Responsibilities 
 
B.2  EM 385-1-1, US Army Corps of Engineers Safety and Health Requirements Manual 
 
DISTRIBUTION 
 
Approved for release via the Center Document Library; public distribution is unlimited. 
 
  

https://odie.ndc.nasa.gov/DMS/DPD-8700.1-001.pdf
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